LvS

LUMINAIRE
POSITION
40’ —
— |
(HOUSE SIDE) // \
0

(STREET SIDE)

0.2 FC EO/
—]
é.mtc 0.5&%
0.1 Fc
40’

80"
120" 80’ 40’ ] 40" 80’ 120"
CENTER OF PATTERN
ROADWAY 1
34’ Mounting Height
165 W (Max}
LUMINAIRE
POSITION
40’
(HOUSE SIDE)
o /
0.1 F/‘c 0.5 FC JLZO/
(STREET SIDE) KO_H—, FC & >
20’ \d.z fc
|
80’ -
120 80’ 40’ ) 40’ 80’ 120’
CENTER OF PATTERN
ROADWAY 3

40’ Mounting Height
with back side control
235 W (Max)

NOTE:
Curves represent the minimum
maintained illuminance (FC).

5 POST MILES SHEET| TOTAL
Dist| COUNTY ROUTE TOTAL PROJECT ’_No. SHEETS

LUMINAIRE
POSITION

40
/_
(HOUSE SIDE)
0.1 FC

0
0,5 Fc EO«
(STREET SIDE)| (0.15FC &
ol2 FC
40 \
|
80’
120° 80" 40’ 0 40’ 80’ 120°
CENTER OF PATTERN
ROADWAY 2
40" Mounting Height
235 W (Max)

LUMINAIRE
POSITION

40
—
(HOUSE SIDE) /—
0.1 F/Z/

0

[0 Fc [ .
(STREET SIDE) | ¢ 15| 03 |Fe 2

\
, ]

80"
120 80" 80’ 120’
4 ]

CENTER OF PATTERN

ul
Y

40

ROADWAY 4
40’ Mounting Height
300 W (Max)

REG[STE?ED ELECTRICAL ENGINEER

May 31, 2018
PLANS APPROVAL DATE
THE STATE OF CALIFORNIA OR 175 OFFICERS
0° ACENTS SHALL NOT BE RESPONSIBLE FOR
THE ACCURALY OF COMPLETENESS OF SCANNED
COPIES OF THIS PLAN SHEET.
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